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8" IPS DR—11 HDPE SEWER MAIN
(SEE NOTE 3) /
H-20 RATED

H-20 RATED HATCH HATCH (SEE NOTE 3) H-20 RATED HATCH g) /
A
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\5" IPS DR—11 HDPE SEWER MAIN

DATE SUBMITTED: 5/15/2013

2" WASTE WATER COMBINATION AIR
AND VACUUM VALVE

N\ PRESSURE SEWER AIR RELEASE

- SCALE: 17 = N.T.S.

3. ALL VENTS AND COUPLERS ARE TO BE LOCATED BEHIND THE CURB
EXTEND VENTS 5' TALL

SEWER AND STORM DRAIN
DETAILS

8" IPS DR—11 HDPE SEWER MAIN

-
SR WA > WA
] NI

SUMMIT PASS & SPRING PARK CONSTR.

PREPARED FOR: WEBER COUNTY

pump | INERT | INvErT | sump  |BASIN | PumP | PUMP | DISCHARGE | DISCHARGE | MIN STORAGE STATION MAIN POWER §) \ \ C':é@l \ ) } %
NAME | IN IN SizE | ELEV | DIA. | HEAD | HP DIA VELOCITY | VOLUME (gat) DETAIL PUMP FLOW (GPM) | AUTO DIALER | 1o AnSFER SWITCH POWER \ \ : /
GR—1 | 8597.75 8” 8589.24 12° 300 60 5” 3.81 7200 12° DIA. TRIPLEX NON_AféggLHS)Z%%MA ne 240 CELLULAR MANUAL 3 PHASE /460 VOLT ¢ \ \ ] @ <\ ~ i 3 5” IPS DR—11 HDPE SEWER MAIN
cR-3 | 861095 | 8" | 860595 | 727 | 25 | 3 1.5” 2.93 450 DUPLEX 3000 SERIES R i 5 CELLULAR MANUAL 3 PHASE/120 VOLT .

Yo PUXJP TODEL 1.57 IPS DR—13.5 HDPE SEWER MAIN
CR—4 | 8534.45 | &~ 8529.45 | 122 | 120 | 107 47 313 3600 12" DIA. TRIPLEX 1002 120 CELLULAR MANUAL 3 PHASE/460 VOLT

2" WASTE WATER COMBINATION AIR

AN SEWER GRINDER PUMP DETAILS AND' VACUUM VALVE

- SCALE: 1”7 = N.T.S.

BEYOND ENGINEERING

Wl » 5217 SOUTH STATE STREET, SUITE 200
K 8017431300 TEL 8017430300 FAX
S
II5E N\ PRESSURE SEWER AIR RELEASE MRRAY, UT G447
w3 NOTES: WWUNV.COM
SEE 1. ALL JOINTS SHALL BE SOLVENT WELD JOINT. - ] SCALE: 1" = N.T.S.
SNER 2. PRESSURE TEST PRESSURIZED LATERAL BEFORE CONNECTING TO  WYE.
-—F3. 3. ARRANGE TEST SO THAT FINAL CONNECTION DOES NOT DISTURB  PRESSURE TEST,
W PRESSURIZED LINE COMPONENTS OR FITTINGS. .
S w3 4. AFTER CONNECTION OF THE PRESSURIZED LINE AT WYE, TEST FULL ASSEMBLY TO 5 PS. 40 AMETER YENTED TRAME
~ T
SIRT 48" DIAMETER PRECAST LD (BOLTED DOWN)
SIRa MANHOLE sscnwvj
T SANITARY SEWER
MARK END OF CLEANOUT AND FINISED GRADE
SEWER LATERAL PROTECTIVE BOX
STUB W\STAKE \

FINISHED GRADE —\

b,
INSTALL UTILITY
WARNING TAPE

2" WASTE WATER COMBINATION AIR
L= AND VACUUM VALVE

e BUILDING
2-3" ABOVE PIPE FOUNDATION

4'-0" MIN COVER

OVER PIPE 2" STAINLESS STEEL GATE VALVE

[)
2" STAINLESS STEEL TEE g) é@. °>\ <§

= AT HIGH POINT IN MAIN \
pa— v 4" IPS DR—17 HDPE SEWER MAIN

I 1 T
unLITY 7" MIN ——
WARNING TAPE :
SEWER MAIN

v

APPROVED
RESTRAINED
COUPLING

INSTALL TEST|
TEE WITH PLUG

N\ e

MINIMUM 2.0% SLOPE
(1/4” PER FOOT)

TO SEWER MAIN
e

WITH CONCRETE
STUB AND CAP FOR

FUTURE CONNECTION WYE MAY BE INSTALLED AT A 2” WASTE WATER COMBINATION AIR SHEET NUMBER

45° ANGLE TO ACCOMMODATE AND VACUUM VALVE
LATERAL STUB BRINGING PRESSURE LINE — 5 10
FROM MAIN PAST CLEANOUT STANDPIPE .

CONNECT TO SEWER MAIN PER PRESSURE LATERAL TO

APWA STANDARD PLAN 431 EJECTOR PUMP SCALE
AND SPECIFICATIONS
VERTICAL:  1"=N/A

2\ OEWER LATERAL CONNECTION ia OEWER AIR RELEASE SECTION N\ PRESSURE SEWER AIR RELEASE rORZANTAL TN

- SCALE: 1" = N.T.S. - SCALE: 1" = N.T.S. - SCALE: 1” = N.T.S. JOB NUMBER
SLB079306
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5/15/2013

DATE SUBMITTED:

SUMMIT PASS & SPRING PARK CONSTR.
MISCELLANEOUS DETAILS
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e 2’ 2’ -] 6” ol e 3’ an-l e 6”(0 Q
3'X3'LID | w
WT. 990 # ) 31" DA. m
re . |— 4 —l ' N /™~ opeNNG | ' &
© © o E o
L Y f— M~ f
Trll-%ul ' ~ ' l—2=C B o
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| -
3'x3' CATCH BASIN LID fto _—
ELEVATION VIEW 3'x3' CATCH BASIN LID - —’_ 1 —
PLAN VIEW 3'x3' CATCH BASIN LID
31" OPENING PLAN VIEW
2'x3' OPENING CENTER/OFFSET \ ‘
P —_ L
A ‘ A BEYOND ENGINEERING
|
' . 5217 SOUTH STATE STREET, SUITE 200
3' X 3'RISER i | | i e 8017431900 TEL 8017430900 FAX
——
& ‘ ‘ 1 9/16" MURRAY, UT 84107
o — WWW.NV5.COM
2 > PLAN VIEW
3'x3' CATCH BASIN RISER B
ELEVATION VIEW 11/2 13/8
: < \\ /)| o
3' X 3'BASE (3] SEE KNOCKOUT TABLE o '~ |
w - A
T 4’ c—] !
% ” , ” " L G
- |
& SECTION A-A END VIEW
3 I
T | ‘
§ %, T
WEIGHTS o 3'x3' CATCH BASIN BASE ' ' Slope
ELEVATION VIEW Diam. XY A B C_ E F G
HEIGHT BASE RISER ] 12" 2.4 : 1 4" 24" 48% 72% 24" 2"
& 550 # % 15” 2.4 : 1 6" 27" 46" 73" 30" 2%,
18" 2.3 : 1 9” 27" 46" 73" 36" 2%
v 1009 # KNockouT o 24" | 25 : 1 % 23%" 30" 735" 48" 3"
n - " PLAN VIEW 36" | 25 : 1 15" 63" 34% 7% 72 4"
3 3,171 # 3,297 # 3 30 42" 25 : 1 21" 63" 35" 98” 78" %"
4 4,796 # 4,207 # NOTES: 'y 36" 48" 2.5 : 1 24" 72" 26" 98” 84" 5
s 1. Vault design complies with ASTM C—857 and » »
5 5896 # 5259 # C—858 with less than 2' of earth cover and an S 36 SHEET NUMBER
6’ 6,994 # 7,694 # AASHTO HS—-20 loading. . 6 36"
2. Lifting insert type and location may change
without notice. KNOCKOUTS ARE 4” DEEP 5 20
a
' ' i ' ' ' ' ' i ' ' ' Flared End Section
old o . 3'x 3' Basin 3' x 3' Catch Basin old H . 3'x 3' Basin 3' x 3' Catch Basin . Flared End
' ' i i for Round Pipe SCALE
cas e Precast FILE NAME: 210DIC3X3CB000 Bases’ Rlsers and Ild cas e PrecaSt FILE NAME: 210DIC3X3CB000 Bases’ MSers and Ild OIdcaStle PrecaSt FILE NAME: 210DPERNDFLARE p VERTICAL: 1"= N/A
801 West 12th Street, Ogden, Utah 84404 ISSUE DATE: 1/08 801 West 12th Street, Ogden, Utah 84404 ISSUE DATE: 1/08 801 West 12th Street, Ogden, Utah 84404 ISSUE DATE: 5/2008 HORIZONTAL: 1”= N/A
Phone: 801-388-1171 Fox: 801-382-7849 www.oldcastleprecast.com Copyright© 2008 Phone: 801-339-1171 Fax: B01-392-7849 www.oldcastleprecast.com Copyright© 2008 Phone: 801-399-1171  Fax: 801-392-7849 www.oldcastleprecast.com Copyright® 2008
E JOB NUMBER
5 SLB079306
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@@@FOR USE AT:

7" X 12" MANHOLE — FULL TRAFFIC VAULT

7" X 12’, GV601A, SI# 7992596
Al 3~ FOR USE AT:

BY

The engineer preparing these plans will not be responsible
for, or liable for, unauthorized changes to or uses of
and must be approved by the preparer of these plans.

these plans.

NO.

NOILNYO

THREE PHASE TRANSFORMER PADVAULT
2.4—25 KV, RADIAL—FEED (1000—2500 KVA), GV151B, SI# 7992958 S

FOR USE AT: APPROMIMATE WEIGHTS
TOP SWITCHGEAR, DEAD—FRONT PADVAULT BASE 17,000 LBS
TOP 18,300 LBS
3,650 LBS 15KV, TYPE 9/11, GV402C, STOCK ITEM 7992788
TOP , ,
5,230 LBS 60" X 65-1/2

BLOCKOUT

L 3

d || |||§§5§3“"

;|||||"i|§§§§Eii||lli!!!!W

DATE SUBMITTED: 5/15/2013

BASE
17,000 LBS

BASE
10,779 LBS

Q

D g £-21/2" |
12°—117 ' g@ )//
\/ 12°—-11” //

13’_1 ”

OVERALL o
NOTE: LOCATIONS TO BE DETERMINED BY RMP IN FIELD 8'—0"
NOTE: LOCATIONS TO BE DETERMINED BY RMP IN FIELD \/// OVERALL

NOTE: LOCATIONS TO BE DETERMINED BY RMP IN FIELD

SUMMIT PASS & SPRING PARK CONSTR.
MISCELLANEOUS DETAILS

PREPARED FOR: WEBER COUNTY

FINISHED GRADE \ 2’-0”
SLOPE TRENCH WALLS A
AS REQUIRED FOR
SAFETY OR PROVIDE
TRENCH STABILIZATION z
S| AnAL  FINAL BACKFILL MATERIAL — BEVOND ENCGINEERING
MYLAR WARNING o | BACKFILL EXISTING MATERIAL FREE OF 5217 SOUTH STATE STREET, SUITE 200
I v L ROCKS LARGER THAN 12”7 8017431300 TEL 801.743.0300 FAX
TAPE (TYP.) I y
, DIAMETER, HARD CLODS OR MURRAY, UT 84107
§ 2 FROZEN MATERIAL. COMPACT TO WWWNV5.COM
; 90% MAXIMUM DENSITY (AASHTO
© Y Y T—-99) IN 1 FOOT MAXIMUM LIFTS.
\ S |
| © - 9% PIPE PIPE ZONE MATERIAL —
//@ @ ®\ = ZONE BEDDIMG SAND
Y
/ \
(2) 6" PVC ‘ -0 MIN. ‘ \\ ,
CONDUIT (RMP) = o (2) 4” PVC
o CONDUIT(CENTURY LINK)
B 8’—0” MIN. -

NOTE: EACH CONDUIT REQUIRES 2500/b MULE TAPE WITHIN

2\ POWER CONDUIT TRENCH
W NTS

. 7899508 &

AN

SHEET NUMBER

5.30

SCALE

VERTICAL: 1"=N/A
HORIZONTAL: 1"=N/A

JOB NUMBER

SLB079306






